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Abstract
A numerical model is developed to quantify the effects of hydrodynamics on heat and mass transfer during an absorption, for a laminar film
flowing over a wavy wall column. First of all, the modelling is written for a single wave of the wall shape. Then, an experimental set up, com-
posed of a CCD video camera, validates this model. Finally, the model is extended to an entire column. The results include a comparison with
the simulation of a smooth column having the same geometrical and operating conditions. The wavy column dissipates more heat through the
wall (43%) due to the presence of a vortex in the furrows. This leads to an increase of the absorptionrate at the interface (10%). Moreover, the
wavy column reaches equilibrium more rapidly in spite of a lower mean film temperature.
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1. Introduction
The flow of liquids in thin films is a widely natural occur-
ring phenomena, as well as in many chemical engineering
operations. Fluid motion in free liquid films has become a
popular means of transferring heat and mass from a vapour
phase to a liquid film. Vertically falling films along a solid
wall are often encountered in many industrial applications:
steam condensers, evaporators, wetted wall columns, ab-
sorbers in heat pumps and gas treatment, reactors, etc. The
rates of transfer of heat and mass, in both liquid and gas
phases, are usually related to the film flow pattern. There-
fore, many investigators search new ways to obtain hydro-
dynamical conditions able to enhance transfer through the
films, due to their weak performance in the laminar flow
range. Thus, new wall structures appear, in order to increase
transfer without enhancing apparatus size. These structures
consist of a deformation of the solid wall curvature and
are called corrugated surfaces. Numerous types of corru-
gated surface exist [1]. The wavy surface is one of these
corrugated structures which offers a greater film stability.
It is the purpose of the present project to study film flow
patterns of a falling film flowing over a wavy wall, and
to establish the relationship between hydrodynamics and
the associated transfer phenomena. Firstly, a model has
been developed in order to simulate the fluid flow and the
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simultaneous heat and mass transfer for one furrow of
the wall without the effect of gas contribution. Various
fluid mechanics software packages have been tested but
have not given satisfactory results, due to the vertically
free gas–liquid interface. It is for this reason that we have
decided to develop our own model. This model is charac-
terised by the coupling between a detailed description of the
film flow pattern with a free interface and the simultaneous
heat and mass transfer. The model takes into account the
current orientation taken in chemical engineering, and more
precisely in the gas–liquid separation domain. Indeed, it
consists of introducing the flow pattern in the determination
of the simultaneous transfers. This way to proceed allows
us to avoid heat and mass transfer coefficients. The numer-
ical investigation is performed for the wavy wall column
to quantify the contribution of such a surface in heat and
mass transfer processes. The model is applied to the case of
absorption of sulfur dioxide by a falling film of tetraethylen
glycol dimethyl ether (E181). These non-conventional con-
stituents are selected for an industrial requirement, the treat-
ment of atmospheric rejects. The E181 has a high solubility
with respect to SO2 [2], which explains our choice.
2. Modelling for one wave
The main goal of this part is to propose a model in order to
simulate hydrodynamics, heat and mass transfer for a falling
film with a free interface flowing over one furrow of the
column. Due to the difficulty of this purpose, modelling is
Nomenclature
a wave amplitude (m)
c concentration (mol/m3)
D diffusion coefficient (m2/s)
Dm mean diameter (m)
Dp wall diameter (m)
hci interfacial mass transfer coefficient
for the wavy tube (m/s)
h0ci interfacial mass transfer coefficient for
the smooth tube (m/s)
he experimental film thickness (m)
ht theoretical film thickness (m)
htp wall heat transfer coefficient for the wavy
surface (w/m2 K)
h0tp wall heat transfer coefficient for the
smooth surface (w/m2 K)
H molar enthalpy (J/mol)
j number of components
J molar rate (mol/m2 s)
N
j
r radial mass transfer rate of
component j (mol/m2 s)
Nu mean Nusselt number for wavy
tube NuDhtpDp/
Nu0 Nusselt number for smooth tube
Nu0Dh0tpDm/
N
j
Z axial mass transfer rate of component
j (mol/m2 s)
p wavelength (m)
P pressure (Pa)
qr radial heat transfer (J/m2 s)
qz axial heat transfer (J/m2 s)
r radial component (m)
ri interfacial radius (m)
rm mean radius (m)
rp wall radius (m)
Re Reynolds number ReD4Γ /
Sh mean Sherwood number for wavy
tube ShlDhciDp/D
Sh0 Sherwood number for smooth tube
Sh0Dh0ciDm/D
T temperature (K)
vr radial velocity (m/s)
vz axial velocity (m/s)
XSO2 mean liquid molar fraction in SO2
z axial component (m)
Greek symbols
 stream function
! vorticity
 axial component in the mathematical domain
 radial component in the mathematical domain
 surface tension (N/m)
 dynamic viscosity (m2/s)
 heat conduction coefficient (J/m s K)
Γ Mass flow rate divided by the wetted perimeter
(kg/m2 s)
 liquid density (kg/m3)
 liquid viscosity (Pa s)
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achieved according to a sequential approach: hydrodynam-
ics then heat and mass transfer. Firstly, the hydrodynamics
model is investigated and the velocity fields obtained as a
result are incorporated in the second part which consists of
modelling the simultaneous heat and mass transfer. By the
introduction of the velocity, the heat and mass transfer co-
efficients are avoided and the narrow link between motion
and transfer can be studied. The entire modelling is dedi-
cated to the liquid phase in order to analyse the contribution
of a wavy surface on the liquid phase alone. The gas phase
is supposed to be stagnant. Other assumptions are that the
flow is readily established and as the wall shape is periodical
the modelling is reduced to one furrow.
2.1. Hydrodynamics
The fluid falling over the surface is considered Newtonian,
laminar, incompressible and isothermal. For the theoretical
model, the Navier–Stokes equations are used for the bulk of
the film and a specific equation for the interface position.
The formulation of the Navier–Stokes equations is expressed
in terms of stream function and vorticity. The principal diffi-
culty of this part is that the interface is free, that is it is able
to move. The interface position is reached by an equation
based on a force balance and under the following assump-
tions: no ripples, constant surface tension, constant gas pres-
sure. The demonstration which leads to this equation is very
long and arduous, further details are given by [3]. Finally,
the theoretical description leads to the following system:
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Concerning boundary conditions, no slip conditions are
expressed at the wall, continuity of the tangential velocity
at the interface. As the wall shape is sinusoidal, periodic
conditions are also added. Some precisions on this model
are given in [4].
2.2. Heat and mass transfer
This part is dedicated to the second part of the en-
tire model: the simultaneous heat and mass transfer for a
multicomponent mixture. As we mentioned before, the
velocity fields are included in the transfer rates as follows:
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The heat and mass transfer are clearly coupled be-
cause the heat rates are expressed with the mass rates, and
heat conduction and mass diffusion coefficients are both
temperature and concentration dependent. The enthalpy
term is calculated by the use of a thermodynamic software
package Prophy [5]. Prophy is a general software package
which widely covers the thermodynamic properties of a
component or a mixture, for various thermodynamic models.
The axial diffusion term for mass transfer and the axial
conduction term for heat transfer are neglected with respect
to the transport term. To express diffusion, two laws can be
used: the Fick’s law and the Maxwell Stephan one [6]. In
order to have the same number of equations and unknowns,
two classical rate balance equations are added:
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Concerning boundary conditions, the inlet rates are sup-
posed to be known, the wall temperature is kept constant
and equilibrium is reached at the interface.
2.3. Resolution
Equations of both systems (hydrodynamic and transfer)
are discretised, however, the physical domain does not have
rectangular coordinates. The algebraic transformation used
by [7] is extended for our problem:  D r− ri=rp − ri, Dz,
Fig. 1. It allows to map the physical complex domain onto
a rectangular mathematical one. All equations are translated
and discretised in this new domain. For both systems, the
discretisation step leads to a system of non linear algebraic
equations. For each system, all equations are solved simul-
taneously by an iterative Newton–Raphson method. At each
iteration a linear system is solved, and the Jacobian matrix
Fig. 1. Algebraic transformation.
is analytically evaluated. Nevertheless, a judicious arrange-
ment of equations and variables gives a tridiagonal bloc Jaco-
bian matrix for the hydrodynamical model and a bidiagonal
one for the transfer model. In order to decrease the CPU time,
these particular structures are exploited in the resolution.
The principal inconvenience of the Newton–Raphson
method is that it is locally convergent, initialisation is there-
fore an important point. Thus, for a fixed Reynolds number,
the results of the smooth tube initialise the simulation and
the wave amplitude is gradually increased, i.e. is used as
a homotopic parameter. Each time, the initialisation is per-
formed with the results of the preceding wave amplitude.
The resolution is decomposed in two steps corresponding
to those of the model: hydrodynamics followed by transfer.
2.4. Results
To more easily understand the results for an entire column,
a summary on hydrodynamics, heat and mass transfer results
is given for a single furrow (for further details refer to [8]).
In this part, the liquid is pure and its temperature is 293 K at
the inlet. The gas phase is pure and at the same temperature.
The wall temperature is constant, at 293 K, all along the fur-
row. During the laminar flow regime, the particular structure
of the wall shape drives to the appearance of a vortex in the
second part of the furrow. A reversed flow is created near the
wall. The vortex arises for a Reynolds number around 15,
Fig. 2, but it depends on the wave geometry. An increase of
the Reynolds number, has the consequence of an increase in
vortex size and strength of recirculation. Nevertheless, the
main part of the stream passes above the vortex without be-
ing affected by the reversed flow. Due to its presence, the vor-
tex affects the film thickness. On the first part of the furrow,
the film thickness stays constant until the vortex position. At
the vortex location the film thickness grows and reaches a
maximum at the vortex centre. Afterwards the film thickness
decreases until its initial constant value. As the recirculation
zone increases with the Reynolds number, the film thick-
ness does the same. The steady behaviour is kept all along
the laminar flow range, i.e. Re  300. Hereafter, the flow
becomes turbulent and the vortex has an unsteady motion.
Concerning heat and mass transfer results, the mean
Nusselt number at the wall and the mean Sherwood number
at the interface are evaluated for one furrow and compared
to the smooth surface. Fig. 3 represents the comparison be-
tween the mean Sherwood numbers for both surfaces, and it
shows that there is a little enhancement for the wavy wall.
As the recirculation zone does not directly touch the inter-
face, because its maximum size is not important enough,
the mean Sherwood number is quite the same for both sur-
faces. The interface neighbourhood where the concentration
gradient is situated, is not renewed by the vortex. At the
beginning of the laminar flow, the ratio is greater than one
because of the increase of the exchange area in the case of
the wavy wall. At the end of this regime, the slight increase
can be attributed to heat transfer enhancement.
Fig. 2. Stream lines for various Re.
Fig. 3. Comparison of the Sherwood numbers.
For heat transfer, the increase is higher and the more in-
tense the vortex, the more the ratio increases, Fig. 4. The
curve can be decomposed into three phases. First, a constant
ratio until the vortex formation (1). Then phases (2) and (3),
where the enhancement is accomplished in two steps which
correspond to the phase of vortex intensification. The vortex
is responsible for the heat transfer increase. With the reverse
flow the thermal boundary layer is cut off and renewed with
fresh liquid of the main stream. When the Reynolds num-
ber is enhanced, the vortex becomes more intense, and as a
consequence, the heat transfer increases.
A more precise interpretation of enhancement of trans-
fers due to flow pattern can be accomplished by the analysis
Fig. 4. Comparison of the Nusselt numbers.
of the local heat and mass transfer coefficients. It is not the
purpose here, but it has been done in [8]. Before simulating
an entire column, an experimental validation is needed. It
concerns hydrodynamics, as all results depend on the flow
pattern. The set-up is a closed hydrodynamic loop consist-
ing of a test section, a receiving tank, a centrifugal pump
and an electrical pre-heater in order to ensure constant tem-
perature and fluid properties. The test section is composed
of 31 furrows; each is 22 mm long and 8 mm deep. To
appraise the film thickness, an optical method, composed
of a CCD video camera connected to an image treatment
software package, is used. This software package gives a
complete range of functions for treatment, analysis and
interpretation of shots. The experimental and theoretical
results are compatible: interface position, vortex location
(Fig. 5), film thickness (Fig. 6). Fig. 5 represents the posi-
tion of two particular points: the separation point S, where
the flow starts to leave the wall, and the reattachment point
R, where it reattaches itself to the wall. The ratio between
the experimental and theoretical thickness is shown on
Fig. 6. There is a good agreement between both thicknesses
until Re D 250. After this value of the Reynolds number, the
difference becomes important due to the transition to the
Fig. 5. Comparison of the vortex position.
Fig. 6. Comparison of the film thickness.
turbulent flow regime. During the laminar flow, this ratio
increases steadily as in the experimental case very small
ripples flow over the interface, enhancing the film thickness.
The greater the Reynolds number, the more the ripples are
important in size. Consequently, this validation leads to the
exploitation of the model in the case of a column.
3. Modelling of a column
3.1. Model
As explained in the introduction, the simulations were
performed for SO2 absorption by a falling film of E181. The
geometrical characteristics of the column are stated in Ta-
ble 1. At the inlet, the film flow corresponds to a Reynolds
number of 250. The absorption is not important enough to
increase the flow rate up to Re D 300, where the turbulent
flow regime starts. At the inlet, the E181 is completely pure,
and at the temperature of 293 K. The gas phase is supposed
to be pure (only SO2) and at 293 K as well. The wall tem-
perature is kept constant all along the column, at 293 K.
After the description of the conditions of simulation, the
model presented above for one furrow must be extended
to an entire column, i.e. various furrows. For the model
written for one furrow, effects of heat and mass transfer on
hydrodynamics are neglected due to a short wavelength, but
this assumption looses its validity for an entire column. The
problem is to take into account the effect of heat and mass
transfer on hydrodynamic for an entire column. To solve
this requirement, the column is simulated wave after wave
with the process presented on Fig. 7. First the hydrodynamic
model is solved and it is followed by the resolution of the
heat and mass transfer model. At the end of the wave, the
mean temperature and composition of the film are calcu-
Table 1
Geometrical characteristics
Mean radius (rm/ 2010−2 m
Wave length (p) 2010−3 m
Wave amplitude (a) 510−3 m
Number of waves 50
Column length 1 m
Fig. 7. Calculation Process of a column.
lated in order to evaluate the new flow rate and values of all
the fluid properties: viscosity, surface tension: : : The hydro-
dynamics of the following wave are simulated with the new
fluid properties and with the same method. This way to pro-
ceed allows to account for the heat and mass transfer effects.
For a single wave, our way to initialise is to use the wave
amplitude as a homotopic parameter. As the column is sim-
ulated wave after wave, if we preserve this way to initialise,
the CPU time cost will be very important. In order to reduce
this cost, the initialisation strategy is improved in the case
of a whole column. The initialisation of the first column
furrow stays as before, i.e. the wave amplitude is gradually
increased. For the waves 2 to N, variables are initialised di-
rectly for the final furrow geometry (amplitude is not grad-
ually increased) with the results of the preceding furrow, as
variables do not evolve in a very important manner.
3.2. Results for a whole column
In order to see the efficiency of the wavy wall column,
the column with a smooth wall is simulated under the same
operating and geometrical conditions.
Firstly, let us examine the mean film temperature along
the wavy and smooth columns, Fig. 8. The absorption is
very exothermic, the mean film temperature increased for
both surfaces, in spite of wall heat dissipation. The mean
temperature of the smooth column is greater than for the
wavy wall. As a consequence, the heat transfer rate at the
wall is increased in the case of the wavy column as it can be
Fig. 8. Mean film temperature.
Fig. 9. Ratio of the heat flux at the wall.
Fig. 10. Mean film composition.
seen on Fig. 9, which represents the ratio of the heat rates
at the wall.
At the same time, the mean film composition is greater
for the wavy surface, Fig. 10, because the absorption rate
increased due to heat transfer, as explained previously. On
the first furrows the mean film compositions enhance rapidly.
E181 is pure at the inlet therefore SO2 is absorbed quickly.
Fig. 11 shows the ratios of the mass rates at the interface
for both surfaces. On the first part of the column (80 cm),
the wavy surface absorbs more SO2. Even if the mass rate is
enhanced, the increase of temperature is lower for the wavy
wall surface, owing to the heat dissipation at the wall. This
heat dissipation is a consequence of the vortex. So specific
hydrodynamic conditions directly affect heat transfer and
indirectly mass transfer. In fact, the mass transfer is enhanced
by heat transfer.
For the last 20 cm of the wavy column, the mean film
temperature seems to be stabilised, even though it does con-
tinue to increase for the smooth wall. Therefore, there is a
Fig. 11. Ratio of the mass flux at the interface.
less important increase of the dissipated heat flux at the wall
for the end of the wavy column, Fig. 8. Moreover, the mean
SO2 composition stabilises as well for the wavy wall. We
can thus conclude that equilibrium is reached for this wall
geometry and gas phase condition. For the smooth wall, the
mean SO2 composition continues to increase, as a conse-
quence the ratio of the interfacial mass flux decreases for
the last 20 cm (for the wavy wall the interfacial mass flux
does not exist as the equilibrium is reached, consequently
the mass transfer across the interface is very small). Finally,
for this absorption, the heat transfer increase reaches 43%
in favour of the wavy column and it allowed to regulate the
temperature absorption. The mass transfer is enhanced too:
10% with a maximum at 12% for the first 80 cm. The sec-
ond advantage is that equilibrium is reached more rapidly
for the wavy column in spite of a lower film temperature.
4. Conclusion
The model considers the laminar flow, heat and mass
transfer of a falling film flowing over a wavy wall column.
First it is presented for one wave, and the hydrodynamic part
is experimentally validated. Then it is extended to an entire
column. Because of the particular hydrodynamics, there is a
great enhancement of heat transfer at the wall with respect
to the smooth surface. A vortex arises in the second part of
the wave and cuts off the thermal boundary layer, increasing
the heat dissipation. This increase in heat transfer, enhances
the mass transfer but in a less important manner. Therefore,
the wavy wall column can be used in operations with high
heat exchange capacities, as in evaporation, condensation,
absorption which necessitate temperature regulation, in gas
purification due to their great capacity of treatment.
This numerical investigation concerns laminar flow, it
shows that an increase of the transfer exists. The turbulent
flow regime is one of our future preoccupations because in
this flow regime, the vortex size and strength are more im-
portant and heat transfer is greatly affected. The vortex size
is able to reach the interface and create the renewal of the
concentration boundary layer, and therefore to increase mass
transfer.
The gas phase is our next subject of preoccupation. The
contribution of the gas phase leads to another amelioration
of transfer because of a vortex in this phase. This contri-
bution will be introduced in order to reach a more realistic
modelling.
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